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A Quality Assurance Walk-thru Survey was
conducted by the Indiana State Board of Health in
accordance with 42 CFR 483.70(a).

Survey Date: 07/06/12

Facility Number: 000243
Provider Number: 155342
AIM Number: 100289830

Surveyor: Robert Booher, Life Safety Code
Specialist

At this Quality Assurance Walk-thru survey,
Elkhart Rehabilitation Center was found in
compliance with Requirements for Participation in
Medicare/Medicaid, 42 CFR Subpart 483.70(a),
Life Safety from Fire and the 2000 edition of the
National Fire Protection Association (NFPA) 101,
Life Safety Code (LSC), Chapter 19, Existing
Health Care Occupancies

This one story facility was determined to be of
Type IV (2HH) construction and was fully
sprinklered. The facility has a fire alarm system
with smoke detection in the corridors, spaces
open to the corridors and in resident rooms. The
facility has a capacity of 65 and had a census of
50 at the time of this survey.

The facility was found in compliance with state
law in regard to sprinkler coverage and smoke
detector coverage.

The smoke "tent" used by staff and residents
located outside the facility was open at both ends
and not sprinklered, and a garage and storage
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shed used by the facility to store facility
equipment were not sprinklered.

Quality Review by Dennis Austill, Life Safety
Code Supervisor on 07/09/12.
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